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1. EACH CONTRACTOR, PROPOSER, SUPPLIER AND/OR MANUFACTURER SHALL REFER TO ALL DOCUMENTS PERTAINING 

TO THIS PROJECT AND COORDINATE ACCORDINGLY SO AS TO INSURE ADEQUACY OF FIT, COMPLIANCE WITH 

SPECIFICATIONS, PROPER VOLTAGE AND CURRENT CHARACTERISTICS TO AVOID CONFLICTS WITH ANY OTHER 
BUILDINGS SYSTEMS. VERIFY SAME WITH SHOP DRAWINGS. 

2. INSTALL NO PIPING, CONDUIT, DUCTWORK, ETC. IN A LOCATION OR IN A MANNER WHICH WILL ALLOW FREEZING AND 

THE COLLECTION OF CONDENSATION THEREON. IF IN DOUBT, CONTACT THE ARCHITECT.

3. ADVISE ARCHITECT OF ANY CONFLICTS, ERRORS, OMISSIONS, ETC.. AT LEAST TEN DAYS PRIOR TO BID DATE, TO ALLOW 
CLARIFICATIONS BY WRITTEN ADDENDUM.

4. DEVIATIONS FROM SPECIFICATIONS OR PLANS REQUIRES PRIOR WRITTEN APPROVAL FROM THE ARCHITECT AND MUST 

BE SUBMITTED IN WRITING NO LATER THAN TEN DAYS PRIOR TO THE BID DATE.

5. OBSERVE ALL APPLICABLE CODES, RULES AND REGULATIONS THAT MAY APPLY TO THE WORK UNDER THIS CONTRACT. 

(CITY,COUNTY, LOCAL, STATE, FEDERAL, MUNICIPALITY, UTILITY COMPANY, OSHA, ETC..)

6. INSTALL EQUIPMENT, MATERIALS, ETC.. IN STRICT ACCORD WITH MANUFACTURERS' RECOMMENDATIONS AND 

DIRECTIONS. IF IN CONFLICT WITH THE DESIGN INTENT IN CONTRACT DOCUMENTS, ADVISE THE ARCHITECT PRIOR TO 
INSTALLATION FOR CLARIFICATIONS.

7. ALL SYSTEMS, EQUIPMENT, AND MATERIALS ARE TO BE INSTALLED IN A NEAT AND WORKMANLIKE MANNER. WORK NOT 

MEETING THIS CRITERION SHALL BE REMOVED AND REINSTALLED SATISFACTORILY. FINAL DETERMINATION OF THE 

ACCEPTABILITY OF THE QUALITY OF WORK RESIDES WITH THE ARCHITECT.

8. ALL WORK, MATERIALS, EQUIPMENT, ETC. SHALL BE FULLY GUARANTEED FOR ONE FULL CALENDAR YEAR FROM THE 

DATE OF SUBSTANTIAL COMPLETION AS DOCUMENTED BY THE ARCHITECT, UNLESS LONGER WARRANTY PERIODS FOR 

EQUIPMENT ARE SPECIFIED.

9. UNLESS OTHERWISE SPECIFIED OR INDICATED, ALL EQUIPMENT AND/OR MATERIALS WITHIN OCCUPIED SPACES OR 
EXPOSED TO VIEW ON THE BUILDING EXTERIOR SHALL BE PRIMED AND FINISHED SO AS TO COMPLEMENT ADJACENT 

SURFACE, UNLESS OTHERWISE NOTED. COORDINATE WORK WITH ARCHITECT.

10. ALL ELECTRICAL COMPONENTS OR EQUIPMENT SHALL BE LABELED BY UNDERWRITER'S LABORATORIES OR OTHER 

APPROVED LISTING AGENCY. APPROVED AND LABELING OF INDIVIDUAL COMPONENTS ON AN ASSEMBLY IS NOT 
ACCEPTABLE AS MEETING THIS REQUIREMENT, UNLESS WAIVED BY THE ARCHITECT IN WRITING.

11. ALL CONTRACTORS SHALL EXERCISE EXTREME CARE IN THE COURSE OF THEIR WORK SO AS TO INSURE THAT THEY DO 

NOT INTERRUPT ANY EXISTING SERVICE OR SUB-SERVICE FOR SAFETY PURPOSES, PAY PARTICULAR ATTENTION TO 

THIS PRECAUTION RELATIVE TO NATURAL GAS AND ELECTRIC LINES. VERIFY THE LOCATION, SIZE TYPE, ETC. OF EACH 
UNDERGROUND OR OVERHEAD UTILITY. ALL WORK SHALL BE PERFORMED IN ACCORDANCE WITH ALL FEDERAL, STATE 

AND/OR LOCAL RULES, REGULATIONS, STANDARDS AND SAFETY REQUIREMENTS. UTILITIES SHALL BE INSTALLED IN 

ACCORDANCE WITH THE APPLICABLE MUNICIPALITY OR UTILITY COMPANY STANDARDS. IN ALL CASES, THE MOST 

STRINGENT REQUIREMENTS SHALL APPLY.

12. ALL SUPPORTS FOR EQUIPMENT, DEVICES OR FIXTURES SHALL BE UNIQUE, SUPPORT FROM THE BUILDING STRUCTURE. 

DO NOT SUPPORT WORK FROM OTHER TRADES, EQUIPMENT OR SUPPORTS WITHOUT WRITTEN PERMISSION FROM THE 

ARCHITECT AND CONSENT OF THE OTHER TRADE, IN WRITING.

13. WHERE INTERRUPTING AN EXISTING UTILITY OR SERVICE DELIBERATELY OR ACCIDENTALLY THE RESPONSIBLE 

CONTRACTOR SHALL WORK CONTINUOUSLY AS NEEDED TO RESTORE SAME PROVIDING PREMIUM TIME AS NEEDED.

14. WHERE PENETRATING NEW ROOFING MEMBRANE OR OTHER MATERIALS USED FOR WEATHERPROOFING THE BUILDING, 

MAKE SUCH PENETRATION IN A WAY THAT WILL NOT VOID OR DIMINISH THE ROOFING WARRANTY OR INTEGRITY IN 

ANYWAY. COORDINATE ALL SUCH PENETRATIONS WITH THE ROOFING INSTALLER/ARCHITECT.

15. THE CONTRACTOR IS RESPONSIBLE FOR ALL UTILITY COMPANY FEES, CASH CONTRIBUTIONS OR OTHER COSTS THAT 

THE UTILITY COMPANY MAY REQUIRE TO COMPLETE THEIR WORK. (ELECTRIC, TELEPHONE, TELEVISION, ETC..)

16. DEVIATIONS IN SIZE, CAPACITIES, FIT, FINISH, ETC. FOR EQUIPMENT FROM THAT PRIME SPECIFIED SHALL BE THE 

RESPONSIBILITY OF THE PURCHASER OF THAT EQUIPMENT. ANY PROVISIONS REQUIRED TO ACCOMMODATE A 
DEVIATION, WHETHER APPROVED BY THE ARCHITECT OR NOT SHALL BE THE RESPONSIBILITY OF THE PURCHASER.

17. INTERRUPTION OF ANY EXISTING SERVICES SHALL BE COORDINATED WITH THE GENERAL CONTRACTOR, UTILITY 

COMPANY, ARCHITECT, AND OWNER AS NECESSARY, WITH AT LEAST ONE WEEK IN ADVANCE OF ANTICIPATED 

INTERRUPTION. A SCHEDULE FOR THESE OUTAGES SHALL BE DEVELOPED AND AGREED UPON BETWEEN PARTIES 
MENTIONED, TO AVOID UNNECESSARY INCONVENIENCE TO THE OWNER OR ANY AFFECTED PARTY. NOTIFY THE UTILITY 

COMPANY OF ANY ANTICIPATED SERVICES REQUIRED TWO WEEKS IN ADVANCE, IN WRITING. IF UTILITY COMPANY 

REQUIRES A LONGER NOTIFICATION PERIOD, SO PROVIDE.

18. ALL WORK SHALL BE CONCEALED UNLESS SPECIFICALLY INDICATED TO BE EXPOSED, OR REQUIRED TO BE EXPOSED. IF 

IN DOUBT, CONTACT THE ARCHITECT FOR CLARIFICATION PRIOR TO INSTALLING ANY SUCH WORK.

19. DO NOT SCALE FROM DRAWINGS, AS PRINTING DISTORTS SCALE, WORK SHALL BE LAID OUT FROM DIMENSIONED 

DRAWINGS, OR DIMENSIONED SUPPLIED TO THE CONTRACTOR.

20. IT IS NOT INTENDED THAT THE PLANS SHOW ALL OFFSETS IN PIPES, CONDUITS, AND DUCTS REQUIRED FOR 
INSTALLATION OF THE WORK DETAILS AND SECTIONS ARE INCLUDED FOR SOME AREAS TO SHOW INTENDED 

RELATIONSHIP OF THE WORK OF VARIOUS TRADES. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR AND SUB-

CONTRACTORS TO COORDINATE INSTALLATION OF THE WORK AND TO PROVIDE THE NECESSARY OFFSETS, 

TRANSFORMATIONS, AND FITTINGS REQUIRED. NO ADDITIONAL COMPENSATION WILL BE ALLOWED FOR CORRECTING 

CONFLICTS BETWEEN THE WORK OF VARIOUS TRADES. DETAILS AND SECTIONS ARE SHOWN FOR THE CONTRACTORS' 
CONVENIENCE AND SHALL NOT BE CONSIDERED COMPLETE IN EVERY DETAIL.

21. ALL WORK SHOWN ON DRAWINGS (EQUIPMENT, DUCTWORK, PIPING FIXTURES, RACEWAYS, WIRING, ETC.) ARE NEW, TO 

BE FURNISHED AND INSTALLED BY THE CONTRACTOR UNLESS NOTED OTHERWISE.

22. ALL PIPING SHALL BE INSTALLED AS HIGH AS POSSIBLE. COORDINATION WITH ALL TRADES WILL BE REQUIRED.

23. REFER TO DOMESTIC WATER RISER DIAGRAM FOR LOCATIONS OF ALL VALVES AND ACCESSORIES TO BE INSTALLED.

24. WATER HAMMER ARRESTORS, TRAP PRIMERS, VALVES, ETC. SHALL BE ACCESSIBLE. PROVIDE ACCESS PANELS WHERE 

ANY ITEM IS INSTALLED IN AN INACCESSIBLE SPACE.

25. INSULATE HOT WATER PIPING IN ACCORDANCE WITH FLORIDA ENERGY EFFICIENCY CODE. 

26. METALLIC  PIPING SHALL BE INSTALLED IN FIRE RATED WALL.  (TYPICAL)

27. SEAL ALL PIPING PENETRATIONS WITH  NON-SHRINK MASTIC.

28. DOMESTIC WATER PIPING WITHIN 5 FEET OF THE BUILDING SEWER/DRAIN PIPING IS TO BE A MINIMUM OF 12 INCHES 

ABOVE THE HIGHEST POINT OF THE BUILDING SEWER/DRAIN PIPING AND THE PIPE MATERIALS MUST CONFORM TO THE 

FLORIDA BUILDING CODE 2023 - PLUMBING.

29. PLUMBING CONTRACTOR SHALL COORDINATE UNDERGROUND PIPING WITH BUILDING FOUNDATION.

30. WHERE PIPING PENETRATES FOOTING, REFER TO STRUCTURAL DRAWINGS FOR SLEEVING METHODS.

31. WHERE INVERT ELEVATIONS ARE HIGHER ON PLUMBING DRAWINGS, PLUMBING CONTRACTOR SHALL INSTALL PIPING AS 

PER THE PLUMBING CONTRACT DRAWINGS AND PROVIDE A 45° DROP TO MEET THE CIVIL ENGINEERS POINT OF 

CONNECTION. IF ANY CONFLICTS ARISE WHERE CIVIL ENGINEERS' POINT OF CONNECTIONS ARE SHALLOWER THAN ON 

THE PLUMBING CONTRACT DOCUMENTS, PLUMBING CONTRACTOR SHALL CONTACT THE ARCHITECT/ENGINEER.

32. SUPPLY AND TRAP WRAPS SHALL BE PROVIDED AT ADA LAVATORIES AND SINKS WHERE PIPING IS EXPOSED.

33. WHERE PIPING IS NEAR ROOF ACCESS HATCH CONTRACTOR SHALL ROUTE ALL PIPING TO CLEAR ALL LADDERS AND 

OPENINGS.

34. COORDINATE VENT THRU ROOF WITH ALL EQUIPMENT . WHERE PIPING IS WITHIN 10'-0" OF EQUIPMENT, LOUVERS ETC. 
VENT THRU ROOF SHALL BE MOVED TO MAINTAIN A 10'-0" CLEARANCE OF OUTSIDE AIR OPENING.

35. P-TRAPS INSTALLED ON ALL FLOOR DRAINS SHALL BE DEEP SEAL TRAPS.

36. PROVIDE ROUGH-IN AND FINAL CONNECTIONS FOR ALL PLUMBING UTILITIES AND SERVICES FOR EQUIPMENT PROVIDED 
BY OTHERS.

37. WATER HAMMER TO BE INSTALLED IN ALL QUICK CLOSING FIXTURES.

38. WHEN NONMETALLIC PIPE IS USED IN COMBINATION SYSTEMS UTILIZING STEEL PIPING INTERNALLY COATED WITH 
CORROSION INHIBITORS AND NONMETALLIC PIPING, THE STEEL PIPE COATING SHALL BE INVESTIGATED FOR 

COMPATIBILITY WITH THE NONMETALLIC PIPING BY A TESTING LABORATORY. 

39. WHEN FABRICATING STEEL PIPE FOR A COMBINATION (CPVC-STEEL) SYSTEM, THE CUTTING OIL AND LUBRICANTS CAN 

CAUSE PERFORMANCE DEGRADATION OF THE CPVC PIPING. CUTTING OILS AND LUBRICANTS FOUND TO BE 

COMPATIBLE ARE AVAILABLE AND SHALL BE USED. 

40. WHEN NONMETALLIC PIPE IS USED IN COMBINATION SYSTEMS UTILIZING STEEL PIPE THAT IS NOT INTERNALLY COATED 

WITH CHEMICAL CORROSION INHIBITORS, NO ADDITIONAL EVALUATIONS SHALL BE REQUIRED. 

41. WHEN NONMETALLIC PIPE IS USED IN COMBINATION SYSTEMS UTILIZING STEEL PIPE, CUTTING OILS AND LUBRICANTS 
USED FOR FABRICATION OF THE STEEL PIPING SHALL BE COMPATIBLE WITH THE NONMETALLIC PIPE MATERIALS. 

42. FIRE-STOPPING MATERIALS INTENDED FOR USE ON NONMETALLIC PIPING PENETRATIONS SHALL BE INVESTIGATED FOR 

COMPATIBILITY WITH THE NONMETALLIC PIPE MATERIALS. 

43. ALL CPVC PIPING, FITTINGS AND SOLVENTS SHALL BE FROM A SINGLE MANUFACTURERS. MIXING OF MANUFACTURERS 

IS NOT ALLOWED OR PERMITTED.

44. CPVC PIPING INSTALLATION SHALL BE IN CONFORMANCE WITH MANUFACTURER'S SPECIFICATIONS AND GUIDELINES.

45. PROVIDE IDENTIFICATION (LABELING) FOR DOMESTIC ACCESSORIES HIDDEN ABOVE / BEHIND  CEILING TILES AND 

ACCESS PANELS.

CODE REFERENCE

• FLORIDA BUILDING CODE - PLUMBING - 8TH EDITION (2023)

• FLORIDA BUILDING CODE - FUEL GAS - 8TH EDITION (2023)

• FLORIDA BUILDING CODE - ACCESSIBILITY - 8TH EDITION (2023)

• FLORIDA BUILDING CODE - ENERGY CONSERVATION - 8TH EDITION (2023)

TP
TRAP PRIMER PIPING

AMP AMPERES

AC AIR CONDITIONING

ACU AIR CONDITIONING UNIT 

AD ACCESS DOOR 

AFF ABOVE FINISHED FLOOR 

AHU AIR HANDLING UNIT 

APPROX APPROXIMATELY

AP ACCESS PANEL 

ARCH ARCHITECTURAL 

AUTO AUTOMATIC 

AUX AUXILIARY 

BFF BELOW FINISHED FLOOR

BLDG BUILDING

BTU BRITISH THERMAL UNIT 

BTUH BRITISH THERMAL UNITS PER HOUR

BWV BACK WATER VALVE 

CD CONDENSATE DRAIN 

CFM CUBIC FEET PER MINUTE 

CLG CEILING 

CO CLEAN-OUT 

COMB COMBINATION

COMPR COMPRESSOR

COND CONDENSATE OR CONDENSER 

CONT CONTINUATION 

CMU CONCRETE MASONRY UNIT

CU FT CUBIC FEET 

CW DOMESTIC COLD WATER

D DRAIN LINE

DF DRINKING FOUNTAIN 

DIA DIAMETER

DN DOWN 

DWG DRAWING

DX DIRECT EXPANSION

ECO EXTERIOR CLEANOUT 

EWC ELECTRIC WATER COOLER 

EWH ELECTRIC WATER HEATER 

EL ELEVATION

ELEC ELECTRIC 

EQ EQUAL

EXP EXPANSION 

EEW EYE WASH/SHOWER 

°F DEGREES FAHRENHEIT 

FC FLEXIBLE CONNECTION 

FCO FLOOR CLEANOUT 

FD FLOOR DRAIN 

FG FINISHED GRADE  

FPS FEET PER SECOND 

FS FLOOR SINK 

LP LIQUID PROPANE

GA GAUGE 

GAL GALLONS 

GPH GALLONS PER HOUR 

GPM GALLONS PER MINUTE 

GO GAS OUTLET 

GR GREASE WASTE LINE

GWH GAS WATER HEATER

H20 WATER 

HB HOSE BIBB 

HP HORSEPOWER 

HR HOUR  

HW DOMESTIC HOT WATER 

HWR DOMESTIC HOT WATER RETURN

HZ FREQUENCY 

IN INCH OR INCHES 

INSUL INSULATION 

IPS IRON PIPE SIZE 

IWH INSTANTANEOUS WATER HEATER

KW KILOWATT 

L LAVATORY

LBS POUNDS 

LP LIQUID PROPANE FUEL

LT LENGTH 

MAX MAXIMUM 

MB MIXING BOX 

MBH THOUSANDS, BTUH 

MC MECHANICAL CONTRACTOR

MECH MECHANICAL 

MIN MINIMUM

MS MOP SINK

NC NORMALLY CLOSED 

NIC NOT IN CONTRACT 

NG NATURAL GAS

NO NORMALLY OPEN 

OD OUTSIDE DIAMETER 

PSI POUNDS PER SQUARE INCH 

PVC POLYVINYL CHLORIDE 

R RISE 

RCP RECIRCULATING PUMP (HWR)

RM ROOM 

RPM REVOLUTIONS PER MINUTE 

RV RELIEF VALVE 

S KITCHEN SINK (DOMESTIC)

SAN SANITARY 

SAU SOUND ATTENUATION UNIT 

SCW SOFT COLD WATER 

SH SHOWER

SMH STORM MANHOLE 

SPEC SPECIFICATION 

ST STORM 

TD TRENCH DRAIN 

TDH TOTAL DYNAMIC HEAD 

TEMP TEMPERATURE 

TMV THERMOSTATIC MIXING VALVE

TYP TYPICAL 

V VENT LINE 

VLV VALVE 

VTR VENT THRU ROOF 

W/ WITH 

WC WATER CLOSET

WC. WATER COLUMN 

WCO WALL CLEANOUT 

WG WATER GAUGE

WH WALL HYDRANT 

WMS WIRE MESH SCREEN 

W/O WITHOUT  

WB SUPPLY BOX (CLOTHES WASHER)

RD ROOF DRAIN

1. THE CONTRACTOR SHALL VISIT AND CAREFULLY EXAMINE THOSE PORTIONS OF THE BUILDING AND SITE AFFECTED 

BY THIS WORK BEFORE SUBMITTING PROPOSALS, SO AS TO BECOME FAMILIAR WITH EXISTING CONDITIONS AND 

DIFFICULTIES THAT WILL AFFECT EXECUTION OF THE WORK.  SUBMISSION OF A PROPOSAL WILL BE CONSTRUED AS  
EVIDENCE THAT SUCH EXAMINATION HAS BEEN MADE AND LATER CLAIMS FOR LABOR, EQUIPMENT OR MATERIALS 

REQUIRED BECAUSE OF DIFFICULTIES ENCOUNTERED WILL NOT BE RECOGNIZED.  IT IS TO BE UNDERSTOOD THAT 

UNFORESEEN CONDITIONS PROBABLY EXIST AND NEW WORK MAY NOT BE FIELD LOCATED EXACTLY AS SHOWN ON 

THE DRAWINGS.  COOPERATION WITH OTHER TRADES IN EQUIPMENT ROUTING AS DETERMINED DURING 

CONSTRUCTION AND AS DIRECTED BY THE ARCHITECT/ENGINEER MAY BE NECESSARY AND IT IS INTENDED THAT 
SUCH DEVIATIONS SHALL BE CONSIDERED AS PART OF THIS CONTRACT.  IT IS ALSO UNDERSTOOD THAT THE PLANS 

ARE NOT COMPLETELY TO SCALE.  THIS CONTRACTOR IS TO FIELD VERIFY DIMENSIONS OF ALL SITE UTILITIES, ETC., 

PRIOR TO BID AND INCLUDE ANY DEVIATIONS IN THE CONTRACT. 

2. ALL DEVICES AND EQUIPMENT NOT SHOWN AND IN AREAS OUTSIDE OF REMODELING SHALL REMAIN ACTIVE UNLESS 
OTHERWISE NOTED.  INSTALL AS REQUIRED TO MAINTAIN CONTINUITY TO EXISTING DEVICES AND EQUIPMENT THAT 

REMAIN. 

3. ALL PIPING SHALL BE CONCEALED, CONCEAL ALL PIPING ABOVE CEILING OR IN NEW WALLS.  ALL PIPING SHALL BE 

INSTALLED PARALLEL OR PERPENDICULAR TO THE BUILDING WALLS/CEILINGS, ETC. 

4. ALL EXISTING PLUMBING APPURTENANCES ARE NOT SHOWN.  IT IS THE CONTRACTORS RESPONSIBILITY TO BECOME 

FAMILIAR WITH ALL EXISTING CONDITIONS PRIOR TO BID. WORK TO BE PERFORMED DURING "NEW-STANDARD" 

WORKING HOURS, (NON-DISRUPTIVE TO OWNER/TENANT) IN STRICT COMPLIANCE WITH THE ESTABLISHED WORK 

SCHEDULE BEING SET FORTH BY OWNER/TENANT. COORDINATE ALL  WORK WITH GENERAL CONTRACTOR.  THIS 

CONTRACTOR SHALL FURNISH ADEQUATE FORCES, CONSTRUCTION PLANT, AND EQUIPMENT, AND SHALL WORK 
SUCH HOURS, INCLUDING NIGHT SHIFTS, OVERTIME OPERATIONS, SUNDAY, AND HOLIDAYS IN ACCORDANCE WITH THE 

OWNERS OPERATIONAL SCHEDULE.  IF THE CONTRACTOR FALLS BEHIND PROGRESS REQUIRED IN THE OPERATIONAL 

SCHEDULE, THE  CONTRACTOR SHALL TAKE SUCH STEPS AS MAY BE NECESSARY TO IMPROVE HIS PROGRESS, AND 

THE OWNER MAY REQUIRE HIM TO INCREASE THE NUMBER OF SHIFTS AND/OR OVERTIME OPERATIONS.  DAY OF 

WORK AND/OR THE AMOUNT OF CONSTRUCTION PLANT, AT NO ADDITIONAL COST TO THE OWNER UNDER THIS 
CONTRACT. 

5. ALL CONCRETE, WALL PATCHING, CEILING REPAIR, AND OTHER GENERAL WORK REQUIRED FOR INSTALLING 

PLUMBING SYSTEMS AND TO REPAIR TO "LIKE NEW CONDITION" TO BE PROVIDED AND INSTALLED BY PLUMBING 

CONTRACTOR.  (COORDINATE WITH GENERAL CONTRACTOR). 
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PLUMBING KEYNOTES       :XX

1. EXISTING WATER CLOSET AND ASSOCIATED MATERIALS WITHIN 

HATCH AREA SHALL BE REMOVED. CONTRACTOR SHALL FIELD 

VERIFY EXISTING.

2. EXISTING LAV AND FAUCET AND ASSOCIATED MATERIALS WITHIN 

HATCH AREA SHALL BE REMOVED. CONTRACTOR SHALL FIELD 

VERIFY EXISTING.

3. EXISTING SHOWER AND ASSOCIATED MATERIALS WITHIN HATCH 
AREA SHALL BE REMOVED. CONTRACTOR SHALL FIELD VERIFY 

EXISTING.

4. EXISTING SINK AND FAUCET AND ASSOCIATED MATERIALS WITHIN 

HATCH AREA SHALL BE REMOVED. CONTRACTOR SHALL FIELD 
VERIFY EXISTING.

5. EXISTING FLOOR DRAINS WITHIN HATCH AREA SHALL BE 

REMOVED. CONTRACTOR SHALL FIELD VERIFY EXISTING.

6. EXISTING WATER COOLER AND ASSOCIATED MATERIALS WITHIN 
HATCH AREA SHALL BE REMOVED. CONTRACTOR SHALL FIELD 

VERIFY EXISTING

7. EXISTING SANITARY PIPING WITHIN HATCH AREA SHALL BE 

REMOVED BACK TO END POINT OF DEMOTION SYMBOL AND 
CAPPED. CONTRACTOR SHALL FIELD VERIFY EXISTING.

8. EXISTING VENT PIPING WITHIN HATCH AREA SHALL BE REMOVED. 

CONTRACTOR SHALL FIELD VERIFY EXISTING.

9. REFER TO ARCHITECTURE DOCUMENTS FOR APPARATUS BAY 

DEMOLITION REQUIREMENTS.
EXISTING APPARATUS BAY FLOOR IS 

SLOPED TO THE TO BAY DOORS.

EXISTING APPARATUS BAY FLOOR IS 

SLOPED TO THE TO BAY DOORS.
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PLUMBING KEYNOTES       :XX

1. EXISTING WATER CLOSET AND ASSOCIATED MATERIALS WITHIN 

HATCH AREA SHALL BE REMOVED. CONTRACTOR SHALL FIELD 

VERIFY EXISTING.

2. EXISTING LAV AND FAUCET AND ASSOCIATED MATERIALS WITHIN 

HATCH AREA SHALL BE REMOVED. CONTRACTOR SHALL FIELD 

VERIFY EXISTING.

3. EXISTING SHOWER AND ASSOCIATED MATERIALS WITHIN HATCH 
AREA SHALL BE REMOVED. CONTRACTOR SHALL FIELD VERIFY 

EXISTING.

4. EXISTING SINK AND FAUCET AND ASSOCIATED MATERIALS WITHIN 

HATCH AREA SHALL BE REMOVED. CONTRACTOR SHALL FIELD 
VERIFY EXISTING.

5. EXISTING FLOOR DRAIN WITHIN HATCH AREA SHALL BE REMOVED. 

CONTRACTOR SHALL FIELD VERIFY EXISTING.

6. EXISTING WATER COOLER AND ASSOCIATED MATERIALS WITHIN 

HATCH AREA SHALL BE REMOVED. CONTRACTOR SHALL FIELD 

VERIFY EXISTING.

7. EXISTING WATER HEATER  AND ASSOCIATED MATERIALS WITHIN 

HATCH AREA SHALL BE REMOVED. CONTRACTOR SHALL FIELD 
VERIFY EXISTING.

8. EXISTING HOSE BIBB,  WALL HYDRANTS  AND ASSOCIATED 

MATERIALS WITHIN HATCH AREA SHALL BE REMOVED. 

CONTRACTOR SHALL FIELD VERIFY EXISTING

9. EXISTING SANITARY PIPING WITHIN HATCH AREA SHALL BE 

REMOVED BACK TO END POINT OF DEMOTION SYMBOL AND 

CAPPED. CONTRACTOR SHALL FIELD VERIFY EXISTING. 

10. EXISTING VENT PIPING AND VTRS WITHIN HATCH AREA SHALL BE 

REMOVED. CONTRACTOR SHALL FIELD VERIFY EXISTING. 

11. EXISTING COLD PIPING WITHIN HATCH AREA SHALL BE REMOVED 

BACK TO MAIN AND CAPPED. CONTRACTOR SHALL FIELD VERIFY 

EXISTING.

12. EXISTING HOT AND HOT WATER RETURN PIPING WITHIN HATCH 

AREA SHALL BE REMOVED. CONTRACTOR SHALL FIELD VERIFY 

EXISTING.

13. REFER TO ARCHITECTURE DOCUMENTS FOR APPARATUS BAY 

DEMOLITION REQUIREMENTS.
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PLUMBING KEYNOTES       :XX

1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

11.

NEW 4" SANITARY WASTE PIPING, ROUTE AND TIE TO EXISTING. 
CONTRACTOR FIELD VERIFY EXISTING. (62 DRAINAGE FIXTURES 
UNITS)

NEW 3" SANITARY WASTE PIPING, ROUTE AND TIE TO EXISTING. 
CONTRACTOR FIELD VERIFY EXISTING. (4 DRAINAGE FIXTURES 
UNITS)

4" STORM PIPING BELOW GRADE. REFER TO UTILITY SITE PLAN 
FOR CONTINUATION (INVERT ELEVATION @ -3' BELOW FINISHED 
FLOOR OF APPARATUS BAY).

2-1/2" DOMESTIC WATER PIPING BELOW GRADE WITH SHUT-OFF 
VALVE IN SERVICE BOX WITH CAST IRON COVER.  REFER TO CIVIL 
UTILITY SITE PLAN FOR CONTINUATION. (130 WATER FIXTURES 
UNITS @ 80 GPM)

TOTAL LOAD OF 900 CFH AND DEVELOPED LENGTH = 250'. REFER 
TO GAS COMPANY DRAWINGS FOR THE LOCATION OF GAS 
ASSEMBLY AND TIE-IN POINT. LP TANK TO PROVIDE A MINIMUM OF 
2PSI TO GRPR-1.

3" SANITARY PIPING FROM ABOVE.

4" SANITARY PIPING  FROM ABOVE.

3" STORM PIPING FROM ABOVE.

GAS PIPING UP.

1/2" COLD WATER LINE FROM ABOVE.

1/2" COLD WATER LINE UP TO WH-1.

4" SS

6

900 CFH

ECO

3" SS 3" SS

4" SS4" SS

2-WAY
ECO

3

2" SS

VEHICLES ARE NOT SERVICED OR 
WASHED IN THE BAYS AS THE FIREMEN 
ARE NOT REPAIR TECHNICIANS THAT 
PERFORM OIL CHANGES, ETC.

EXISTING APPARATUS BAY FLOOR IS 
SLOPED TO THE TO BAY DOORS.

EXISTING APPARATUS BAY FLOOR IS 
SLOPED TO THE TO BAY DOORS.
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4" SS
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1

EX

3" ST

BWV-1

SP-1

3" EX-SS

4" EX-SS

6" EX-SS

LOCATION OF EXISTING SANITARY PIPING, VENT PIPING AND 
DOMESTIC COLD AND HOT WATER PIPING WERE DETERMINED 
VIA SITE VISITS AND EXISTING AS-BUILT DRAWING INFORMATION. 
IT IS THE RESPONSIBILITY OF THE PLUMBING CONTRACTOR TO 
FIELD VERIFY ALL EXISTING SANITARY PIPING, VENT PIPING AND 
DOMESTIC COLD AND HOT WATER PIPING PRIOR TO 
DEMOLITION/RENOVATION.
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1

1. 3" SANITARY PIPING FROM ABOVE.

2. 4" SANITARY PIPING DOWN.

3. 2" ELEVATOR SUMP PUMP PIPING TO BE 

TERMINATED AND DISCHARGED THROUGH 

WALL WITH GOOSENECK.

4. 3" STORM PIPING FROM ABOVE.
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1. 2-1/2" COLD WATER PIPING UP.

2. GAS PIPING FROM BELOW.

3. GAS PIPING UP.

4. BOLLARD TO BE PROVIDED TO PROTECT 

THE PLUMBING SYSTEM (TYP).

5. 1/2" COLD WATER LINE FROM ABOVE.

6. 1/2" COLD WATER LINE DOWN.
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